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49 CFR Ch. I (10-1-97 Edition)§ 195.414

§ 195.414 Cathodic protection.

(a) No operator may operate a haz-
ardous liquid interstate pipeline after
March 31, 1973, a hazardous liquid
intrastate pipeline after October 19,
1988, or a carbon dioxide pipeline after
July 12, 1993 that has an effective ex-
ternal surface coating material, unless
that pipeline is cathodically protected.
This paragraph does not apply to
breakout tank areas and buried pump-
ing station piping. For the purposes of
this subpart, a pipeline does not have
an effective external coating, and shall
be considered bare, if its cathodic pro-
tection current requirements are sub-
stantially the same as if it were bare.

(b) Each operator shall electrically
inspect each bare hazardous liquid
interstate pipeline, other than a low-
stress pipeline, before April 1, 1975;
each bare hazardous liquid intrastate
pipeline, other than a low-stress pipe-
line, before October 20, 1990; each bare
carbon dioxide pipeline before July 12,
1994; and each bare low-stress pipeline
before July 12, 1996 to determine any
areas in which active corrosion is tak-
ing place. The operator may not in-
crease its established operating pres-
sure on a section of bare pipeline until
the section has been so electrically in-
spected. In any areas where active cor-
rosion is found, the operator shall pro-
vide cathodic protection. Section
195.416(f) and (g) apply to all corroded
pipe that is found.

(c) Each operator shall electrically
inspect all breakout tank areas and
buried pumping station piping on haz-
ardous liquid interstate pipelines,
other than low-stress pipelines, before
April 1, 1973; on hazardous liquid intra-
state pipelines, other than low-stress
pipelines, before October 20, 1988; on
carbon dioxide pipelines before July 12,
1994; and on low-stress pipelines before
July 12, 1996 as to the need for cathodic
protection, and cathodic protection
shall be provided where necessary.

[Amdt. 195–45, 56 FR 26926, June 12, 1991, as
amended by Amdt. 195–53, 59 FR 35471, July
12, 1994]

§ 195.416 External corrosion control.
(a) Each operator shall, at intervals

not exceeding 15 months, but at least
once each calendar year, conduct tests

on each buried, in contact with the
ground, or submerged pipeline facility
in its pipeline system that is under ca-
thodic protection to determine whether
the protection is adequate.

(b) Each operator shall maintain the
test leads required for cathodic protec-
tion in such a condition that electrical
measurements can be obtained to en-
sure adequate protection.

(c) Each operator shall, at intervals
not exceeding 21⁄2 months, but at least
six times each calendar year, inspect
each of its cathodic protection rectifi-
ers.

(d) Each operator shall, at intervals
not exceeding 5 years, electrically in-
spect the bare pipe in its pipeline sys-
tem that is not cathodically protected
and must study leak records for that
pipe to determine if additional protec-
tion is needed.

(e) Whenever any buried pipe is ex-
posed for any reason, the operator shall
examine the pipe for evidence of exter-
nal corrosion. If the operator finds that
there is active corrosion, that the sur-
face of the pipe is generally pitted, or
that corrosion has caused a leak, it
shall investigate further to determine
the extent of the corrosion.

(f) Any pipe that is found to be gen-
erally corroded so that the remaining
wall thickness is less than the mini-
mum thickness required by the pipe
specification tolerances must either be
replaced with coated pipe that meets
the requirements of this part or, if the
area is small, must be repaired. How-
ever, the operator need not replace
generally corroded pipe if the operat-
ing pressure is reduced to be commen-
surate with the limits on operating
pressure specified in this subpart,
based on the actual remaining wall
thickness.

(g) If localized corrosion pitting is
found to exist to a degree where leak-
age might result, the pipe must be re-
placed or repaired, or the operating
pressure must be reduced commensu-
rate with the strength of the pipe based
on the actual remaining wall thickness
in the pits.

(h) The strength of the pipe, based on
actual remaining wall thickness, for
paragraphs (f) and (g) of this section
may be determined by the procedure in
ASME B31G manual for Determining
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